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2019 Quarterly Report No. 4 
 
1.0 Purpose 

On April 9, 2014, Miami-Dade County (County) entered into a Consent Decree (CD) with the 
United States of America (United States), the State of Florida Department of Environmental 
Protection, and the State of Florida. The Consent Decree was lodged on June 6, 2013, and 
became effective on December 6, 2013. This document satisfies the requirements of Section IX, 
Paragraph 32 for submittal of the 2019 Quarterly Report No. 4 on or before January 31, 2020. 

2.0 Requirements 

Section IX, Paragraph 32 of the CD states: “Beginning one (1) month after the first Calendar 
Quarter following the Effective Date of this Consent Decree, and one (1) month after each 
Calendar Quarter thereafter until termination of the Consent Decree, Miami-Dade shall submit to 
EPA and FDEP for review and comment a Quarterly Report. Such Quarterly Report shall include 
the date, time, location, source, estimated duration, estimated volume, receiving water (if any) 
and cause of all SSOs occurring in the previous Calendar Quarter.” Section IV, Paragraph 8(ii) of 
the CD defines an SSO as any discharge of wastewater to waters of the United States or the 
State from Miami-Dade’s Wastewater Collection and Transmission System (WCTS) through a 
point source not permitted in any NPDES permit, as well as any overflow, spill, or release of 
wastewater to public or private property from the WCTS that may not have reached waters of the 
United States or the State, including all Building Backups – wastewater backups or releases 
caused by blockages, flow conditions or other malfunctions of a Private Lateral are not considered 
as Building Backups.” 

3.0 Sanitary Sewer Overflow Events  

This quarterly report contains additional information on how the Sanitary Sewer Overflow (SSO) 
was resolved, including the immediate fix and any proposed long-term solution. While not 
specifically required by the Consent Decree, the United States Environmental Protection Agency 
(EPA) has requested that the County provide this additional information to aid them in preparing 
the United States’ Semi-Annual Status Report to the United States District Court, Southern District 
of Florida, Miami Division. 

The County shall not be held liable for stipulated penalties under Section X, Paragraph 42(vi) of 
the CD if the County “demonstrates that the SSO was caused by an Act of God, vandalism, a 
non-County Contractor, or any act of a third party not working directly or indirectly on behalf of 
Miami-Dade and that Miami-Dade demonstrates that it has used all reasonable measure to 
prevent such SSO.” During this reporting period, the County determined there were three (3) 
events that would qualify under Section X Paragraph 42 (vi) as described above. These SSO 
events are described in Table 1 (page 2). The notice letters were sent to the liable non-County 
contractors and invoices for the damages will be generated. The supporting documentation 
available to date can be found in Appendix A.  
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Table 1 – Description SSO Event Caused by Vandalism or Liable Third Party  

 
Date Location 

Overflow 
Volume 
(gallons) 

Contractor or 
Vandalism  

1 7-Oct-19 
15665 Biscayne Blvd., North 

Miami 
650 Alvi Tech. 

2 16-Oct-19 SW 137 Ave. & SW 270 St. 74,450 SSL Corp. 

3 6-Nov-19 
SW 97 Ave, & SW 216 St., 

Cutler Bay 
187,092 Protectsa, Inc. 

 
 
3.1 SSOs (Excluding Building Backups)  

Table 2 (page 4) documents all SSO events, excluding Building Backups (BBUs), for the fourth 
calendar quarter of 2019. There was a total of twenty-eight (28) SSO events: 

 Seven (7) events involved gravity mains  
 Twelve (12) events involved force mains  
 Four (4) events involved automatic or manual air release valves  
 Five (5) events involved pump stations 

 
There were three (3) SSO events that reached the waters of the United States during this reporting 
period. 
 
3.2 Building Backups 

The County follows standard procedures to resolve and minimize the occurrence of Building 
Backups. These procedures have been re-evaluated in the development of the new CMOM 
Program Sewer Overflow Response Plan (SORP) required by the current Consent Decree.  The 
SORP was submitted by the County to EPA/FDEP on July 2, 2015. The County received 
EPA/FDEP comments on the SORP on January 27, 2017 and submitted a response on March 
28, 2017. The EPA and FDEP approved the SORP on August 15, 2017. The County is 
implementing these procedures.  

Presently, the Department’s procedures for the response to, and the reporting and documenting 
of Building Backups are different from those of SSOs within the Department’s WCTS. Additionally, 
the “Time” and “Duration” parameters are seldom characteristically the same between the two 
types of SSO events. For these reasons, Building Backups are normally included in a separate 
table and the “N/A” designation used for some “Time” and “Duration” entries. However, there was 
no building backup event to record during this reporting period. Therefore, no building back up 
table is included in this report. 

 
4.0 Abbreviations/Acronyms 

 
The following acronyms and abbreviations are used in the tables. 
 
AC Asbestos Cement 
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ARV Manual Air Release Valve 
AARV Automatic Air Release Valve 
ASSIS 
DI 

Active As-Built Supplemental Information System 
Ductile Iron  

CD Consent Decree 
CI Cast Iron 
CIP Capital Improvement Project 
FM Force Main 
FOG 
FSE 

Fats, Oils and Grease 
Food Service Establishment 

GIS Geographic Information System 
GM Gravity Main 
GSS Gravity Sewer System 
HDPE High Density Polyethylene 
LAT Lateral 
PCCP Prestressed Concrete Cylinder Pipe 
PIR Project Initiation Report 
PS Pump Station 
PVC Polyvinyl Chloride 
RER-DERM Regulatory and Economic Resources, Division of Environmental Resources 

Management 
VFD Variable Frequency Drive  

 
 
5.0 Amendment to Previous Quarterly Report 

There are no amendments to previous quarterly report required at this time.  
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CCID Date Time Location Source Est. Duration Est. Volume Destination Waters Cause Immediate Fix

hr:min gallons Of US Req'd Solution
455097 10/1/2019 12:25AM 20810 SW 112 

AVE 
PS 45 minutes                200 Land No Pump-out 

leaking due to 
corrosion

Replaced pump-
out riser and 
valve

No No further 
action required

455457 10/7/2019 12:18PM 15665 
BISCAYNE 
BLVD NORTH 
MIAMI 33160

FM 2 hours 12 
minutes 

               650 Storm Drain No 2" PVC force 
main broken by 
non-County 
contractor

Repaired 
broken 
segment of 2" 
PVC force main

No No further 
action required

455527 10/8/2019 11:00AM 900 NE 199 ST GM 3 hours 30 
minutes 

                 50 LAKE PARK Yes Gravity main 
blockage due to 
grease

Cleared gravity 
main blockage 
due to grease

No No further 
action required

455873 10/13/2019 7:50PM 7778 NW 12 
AVE 

FM 25 minutes             3,380 Storm Drain No 12" DI force 
main leaking 
due to interior 
corrosion

Repaired 
corroded 
segment of 12" 
DI force main

Yes 12" DI force 
main 
recommended 
for 
replacement. 
RER-DERM to 
investigate pre-
treatment 
facilities in the 
area

455893 10/14/2019 9:00AM 18151 NE 31 
CT AVENTURA 
33160

PS 3 hours                200 Land No Mechanical 
failure at PS 
0472 (broken 
belt)

Replaced 
broken belt and 
pump station 
operation 
restored

Yes Continue 
accelerated 
maintenance 
schedule

456047 10/16/2019 2:31PM SW 137 AVE  & 
SW 270 ST 

FM 3 hours 39 
minutes 

          74,450 Storm Drain No 10" AC force 
main broken by 
non-County 
contractor while 
installing an 
electrical 
conduit

Repaired 
broken 
segment of 10" 
AC force main

Yes Recommended 
for 
Replacement

Table 2 - Sanitary Sewer Overflows

Long Term Fix

Consent Decree Case No. 1:12-cv-24400-FAM
EPA and FDEP 4

Miami Dade Water and Sewer Department
January 31, 2020
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CCID Date Time Location Source Est. Duration Est. Volume Destination Waters Cause Immediate Fix

Table 2 - Sanitary Sewer Overflows

Long Term Fix

456049 10/16/2019 1:00PM 7870 NW 178 
ST 

PS 40 minutes           45,000 Storm Drain No County 
contractor's 
plug failed 
during 
dewatering 
operations

County 
contractor 
stopped 
discharging 
mixed sewer 
and ground 
water and 
installed new 
plug

No No further 
action required

456833 10/30/2019 8:30AM 4501 NW 207 
DR MIAMI 
GARDENS 
33055

GM 1 hour 30 
minutes 

                 40 Storm Drain No Gravity main 
blockage due to 
grease

Cleared gravity 
main blockage 
and notified 
local regulatory 
agency (RER-
DERM)

No No further 
action required

457198 11/6/2019 8:22AM 18820 NW 47 
AVE 

FM 1 hour 38 
minutes 

                 75 Land No Broken 8'' AC 
force main due 
to point load

Repaired 
broken 8" AC 
force main

Yes Recommended 
for replacement

457230 11/6/2019 2:37PM SW 97 AVE  & 
SW 216 ST 
CUTLER BAY 
33190

FM 3 hours 18 
minutes 

        187,092 Storm Drain No 72" PCCP force 
main broken by 
non-County 
Contractor

Repaired 
broken 72" 
PCCP force 
main

No No further 
action required

457627 11/14/2019 1:30PM 2841 NE 163 
ST NORTH 
MIAMI 33160

GM 8 hours 15 
minutes 

                 40 Storm Drain No Gravity main 
broken by non-
County 
contractor

Repaired 
broken gravity 
main

Yes Reconcile  
location of 
asset within 
GIS

Consent Decree Case No. 1:12-cv-24400-FAM
EPA and FDEP 5

Miami Dade Water and Sewer Department
January 31, 2020
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CCID Date Time Location Source Est. Duration Est. Volume Destination Waters Cause Immediate Fix

Table 2 - Sanitary Sewer Overflows

Long Term Fix

457742 11/16/2019 8:00AM 2801 NE 183 
ST AVENTURA 
33160

GM 2 hours                  30 Storm Drain No Gravity main 
blockage due to 
grease

Cleared gravity 
main blockage 
and notified 
local regulatory 
agency (RER-
DERM)

No No further 
action required

457793 11/17/2019 10:47AM 5950 NW 193 
ST 

GM 1 hour 13 
minutes 

                 40 Storm Drain No Gravity main 
blockage due to  
Contractor's 
plug

Removed the 
plug from 
gravity main

No No further 
action required.

457846 11/18/2019 10:00AM 4613 NW 191 
ST MIAMI 
GARDENS 
33055

ARV 45 minutes                  25 Land No Leaking ARV 
broken by non-
County 
Contractor

Retired ARV 
and repaired 
force main with 
a 4" stainless 
steel clamp

No No further 
action required

457906 11/19/2019 9:30AM SW 101 ST  & 
SW 164 AVE 

FM 2 hours 30 
minutes 

            8,859 Storm Drain No Broken 8" DI 
force main due 
to improper 
bedding.

Repaired 
broken 
segment of 8" 
DI force main

No No further 
action required

457946 11/19/2019 10:30PM 3987 NE 167 
ST NORTH 
MIAMI BEACH 
33160

GM 1 hour                  10 Land No Gravity main 
blockage due to 
grease

Cleared gravity 
main blockage 
and notified 
local regulatory 
agency (RER-
DERM)

No No further 
action required.

458206 11/25/2019 8:30AM 21545 SW 87 
AVE CUTLER 
BAY 33189

FM 2 hours 20 
minutes 

          26,147 UNKNOWN Yes 8" DI force 
main broken 
due to point 
loading

Repaired 
broken 8" DI 
force main

No No further 
action required

Consent Decree Case No. 1:12-cv-24400-FAM
EPA and FDEP 6

Miami Dade Water and Sewer Department
January 31, 2020
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CCID Date Time Location Source Est. Duration Est. Volume Destination Waters Cause Immediate Fix

Table 2 - Sanitary Sewer Overflows

Long Term Fix

458354 11/27/2019 1:59PM NW 41 ST  & 
NW 72 AVE 

AARV 1 hour 41 
minutes 

            5,906 Storm Drain No Broken PVC 
nipple on AARV

Repaired 
broken AARV

No No further 
action required

458364 11/27/2019 5:40PM 930 N 
VENETIAN 
CSWY

FM 33 minutes             3,513 Storm Drain No Broken 10" DI 
force main due 
to a spilt on the 
pipe.

Repaired 
broken 10" DI 
force main

No No further 
action required

458487 12/1/2019 1:00PM 13401 W 
CALUSA CLUB 
DR

FM 3 hours 30 
minutes 

          40,560 Land No 8" PVC force 
main broken 
due to sub 
standard 
material

Repaired 8" 
PVC force main 
with standard 
material

Yes Confirmed that 
the sub-
standard 
material was 
localized 

458490 12/1/2019 12:00PM SW 88 ST  & 
SW 123 CT 

ARV 2 hours             1,773 Storm Drain No ARV leaking 
due to split on 
nipple

Replaced 
nipple and 
valve

No No further 
action required

458574 12/2/2019 9:15PM NW 31 ST  & 
NW 32 AVE 

FM 2 hours 45 
minutes 

          17,935 Storm Drain No 12'' DI force 
main broken 
due to point 
load

Repaired 12" DI 
force main

No No further 
action required

458731 12/4/2019 9:10PM 20855 NW 9TH 
CT MIAMI 
GARDENS 
33169

GM 1 hour 50 
minutes 

                 40 Storm Drain No Gravity Main 
blockage due to 
grease

Cleared gravity 
main blockage 
due to grease 
and notified 
local regulatory 
agency (RER-
DERM)

No No further 
action required

459155 12/12/2019 10:14PM CRANDON 
BLVD  & E 
HEATHER DR 
KEY 
BISCAYNE 
33149

AARV 2 hours 1 
minute 

                   5 Land No AARV leaking 
at the threads 
on the nipple

Replaced 
nipple and 
AARV

No No further 
action required

Consent Decree Case No. 1:12-cv-24400-FAM
EPA and FDEP 7

Miami Dade Water and Sewer Department
January 31, 2020
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CCID Date Time Location Source Est. Duration Est. Volume Destination Waters Cause Immediate Fix

Table 2 - Sanitary Sewer Overflows

Long Term Fix

459305 12/15/2019 8:30PM 2790 NE 164 
ST NORTH 
MIAMI BEACH 
33160

PS 1 hour 15 
minutes 

                 50 Storm Drain No FP&L 
interruption in 
service 

Power restored 
and PS back in 
service

No No further 
action required

459398 12/17/2019 12:00PM 2601 NE 163 
ST NORTH 
MIAMI 33160

FM 2 hours 15 
minutes 

          21,146 Oleta River Yes 6" CI force 
main leaking 
due to exterior 
and interior 
corrosion.

Repaired 
broken 6" CI 
force main

Yes This force main 
was 
recommended 
for replacement 
and the design 
is ongoing

459552 12/20/2019 8:00AM 6250 SW 109 
CT 

FM 2 hours 30 
minutes 

          30,688 Land No 8" DI force 
main broken 
due to interior 
corrosion

Repaired 
broken 
segment of 8" 
DI force main

No No further 
action required

459847 12/24/2019 6:30AM 19850 NW 59 
PL 

PS 20 minutes                200 Land No Discharge hose 
on by-pass 
pump failed

Replaced 
broken hose 
and PS 
operations 
restored

Yes PS upgrade 
plan is under 
development

Consent Decree Case No. 1:12-cv-24400-FAM
EPA and FDEP 8

Miami Dade Water and Sewer Department
January 31, 2020



 

 

 
 

Appendix A 
Supporting Documentation for SSO Events 

 
  



 

 
 

Supporting document for October 7, 2019 Event on 15665 Biscayne Boulevard, 
North Miami caused by non-County Contractor 
 
Figure 1 - Notice letter to contractor  

 



 

 
 

 
Supporting document for October 16, 2019 Event on SW 137 Ave. & SW 270 St. 
caused by non-County Contractor 
 
Figure 2 - Notice letter to contractor  

 



 

 
 

 
Supporting document for November 6, 2019 Event on SW 97 Ave, & SW 216 St., 
Cutler Bay caused by non-County Contractor 
 
Figure 3 - Notice letter to contractor  
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